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[image: image3.jpg]Name of Work: Refurbishment of Training Venues at Yamuna Sports Complex.

Sub Head: Repairing & overhauling of existing substation Equipments & pro
etc. for electrification of Archery Venues.

Agency: M/s RK. Enterprises.

: 01/EE/Elect. Divn. (CWG)-1(T)/DDA/2009-10  Dated. 6.3.2010

6-2-2010 - | Dade of Measwnnnd!— 12-3- 2018
Date of Completion: 8.3 .251a - |

ing change over switch 630 Amp, Busbar chamber

S.No Description of Items. Qty. | Unit | Rate | Amount(Rs)
] | &s)
1. a) Repairing and servicing of 250 Amp TP&N fuse switch unit i/c dismantling, checking and |
rectifying the fault, clearing of male & female connections and replacing of following damaged/
burnt out parts and decarburization etc. as required. T |
1) 250Amp AL Bus bar links ¥, 4 Nos. 1Job | Job | 4500, 4500/~
b) Installation of 250 amp TP&N, switch fuse unit (repaired & serviced ) in the LT panel after
removing/drawing out of brunt switch unit of same capacity TP&N switch unit connection of
buslinks with common bus bar connection, testing & commissioning et as required. 1Job Job 2390/ 2390/

E Repairing & servicing of 630 Amp, TP&N fuse switch unit i/c dismantling, checking &
rectifying the faults decurization, cleans of male & female connections and replacing of
following burnt out points

1) 630 Amp AL Bus-bar links 4 N 19285/-
3 Servicing & decarbonization of following Fuse switch units i/c drawing out and common bus S

bar, checking and rectifying the faults, cleaning of male & female connection, checking loose

connections, testing, commissioning etc. Complete as required. (250A. To 400 A: TP&N FSD-
| [4Nos) 2

250 A. To 400 A TPRN-FSU. ) 7000/ | 7000/- |
4. | Dehydration and filtration of transformer oil of transformers, i/C testing as required. 14.70/- 12495/
B Supplying of transformer oil for top-up to required, level etc. as required. 140 14560/~

€03% -0
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[image: image4.jpg]Servicing & preventive maintenance of 1000 Amp ACB i/¢ drawing out, checking and rectify of
the fault, cleaning of male/ female connection, i/c decarbonization checking loose connections
testing, commissioning etc. complete as required.

2Job

Jobs

5800/- |/

Servicing& overhauling of 400 KVA Transformer i/c checking and rectiying the fault cleaning
of on connections, bushes, trunking end and other parts and dismantling &  replacing o
following defective items, reconnection HV  testing & commissioning of etr. complets
required.

a)LTbush 2. Nos

b) Trunking end 2 Nos.

) Brassstud.___1No.

d) Gasket set seal and top cover seal 1Set

) silica gel 1Kg T =1

Tjob

Job

22700/- 22700/- |

Servicing of 1000 Amp bus coupler i/ drawing out, checking and rectify of the fault, Cleaning
of male & female connection, checidng lose connections testing, commissioning etc. complete
as required.

Job

2925/- 2925/~

Testing, caibration of relays of KT & LT panel’s 1/c internal connection & setfing ete. compléte
as required.

2

Job

7271/- 14542/~

Supplying, installation, testing & commissioning of 630 amp rafing OFF- LOAD-CHANGE-
OVER: SWITCH side handle operated worling on 415 volt, 50 Hz, AC supply, confirming o
15:13947-3, mounted on existing bolt, bolt, washer etc, duly grouted in the wall as require:

TNo.

Each

34266/~ 34266/

Supplying, installation, testing & commissioning of bus bar chamber of size 90 mm x 750 T
250 mm deep, made of 1.60mm thick CRCA, M sheet duly painted having 4 Nos. X600 mm
long aluminium bus- bars of 800 Amp, capacity with duly drilled holes & PVC taped working on
15 Volts, S0 Hz, 3 phase AC supply with the provision of suitable bakelite support for each
bus bar and locking arrangement of bus-bar chamber on suitable M. angle iron bracket made
0f S0mm x50 mm x6mm thick M.S. angle iron complete as required.

[1No.

Each

11495/ 11495/%

Making clear the existing trench for cable laying upto LT panel room after removing the
cement mortar and mulba up to one meter deep and laying of four Nos. x LPE cables of 11KV
grade of size exceeding 25 sq. mm but not exceeding 400 sq. mm in the existing masonry open
duct as required.

Panel in the LT panel room

30,

Mir.

105/- 3150/~
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et )
13. | Supplying and fixing of HRC fuse links, breaking capacity more than 80 KA, 415 Volt, 50 Az ic
Supply confirms to IS; 13703 i/c testing & commissioning etc, as required
Iy ) 630 Amp(BOLTED-TYPE) o — [3Nos /| Each 1350/- 4050/
b)250 Amp (BOLTED-TYPE) = 3 Nos.| Each 369/- 1107/- |
©) 400 Amp (DIN-TYPE) 3 Nos. | Each 703/- | 2109/-
) 125 Amp (DIN-TYPE) [ 6Nos Each 440/~ 2640/- |~
[ Te) 63 Amp (DIN-TyPE) 3 Nos. | Each 440/- 1320/
14. | Supplying and making end termination with brass compression gland Slaminium Tugs for
following size of PVC insulated and PVC sheathed / XLPE aluminium conductor cable of 11 oy |
| grade as required. A i
a) 3.5C x 400 sq. mm 3 4Set | Set 600/- 2400,
b) 3.5Cx 300 sq. mm 10 Set { Set 600/ 6000/~
1935Cx120sq. mm [1Set [ Set 300/ 1 300/- |
[ Td)35Cx955q.mm 1Set | Set 250/-
15 | Supplying and making straight through joint with cost resin compound 1/< forrales and atfer |
Jointing for following size of PVC, insulated and PVC sheathed XLPE alaminium conducn. |
cable of 1.1 KV grade as required. I o
[ Ta)35cx1205q.mm 155 [ set 1750/- 1750,
Total | 1,77,034.00 r/‘
L | ]
(E)-} G-1(T)/DDA




